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M.J./FLANGE
ADAPTORS
M.J./FLANGE EXISTING WATER MAIN

WATER MAIN—\ ADAPTORS (DIP OR PVC C-900)

| s
[~

MIN 2" GALVANIZED OR
TYPE "K" COPPER PIPE (TYP)

I

\ TAP AT SPRINGLINE
1/8" STEEL PLATE

WITH HANDLE

PLAN VIEW

DOUBLE CHECK VALVE
ASSEMBLY (SEE NOTE #3)

1/8" STEEL PLATE EXISTING WATER MAIN
WITH HANDLE (DIP OR PVC C-900)

SHUT-OFF VALVE (TYP)

CORPORATION STOP
(TYP)

WATER MAIN

6" MIN.
%" DRAIN ROCK

VSAN DBEDDING

TAP AT SPRINGLINE
(TYP.)
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PROFILE TRENCH BOTTOM

NOTES:

1. THE CONTRACTOR SHALL NOT OPERATE ANY VALVES OR METERS OWNED BY THE CITY OF HOLLISTER. PROVIDE 72 HOURS NOTICE
SHALL BE GIVEN THE UTILITY DIVISION FOR THE OPERATION OF THE VALVES.

2. UPON APPROVAL OF THE PUBLIC WORKS INSPECTOR OF THE NEW WATER SYSTEM, THE CONTRACTOR SHALL REMOVE THE 2" BYPASS
LINE AND STEEL PLATE THEN SHUT - OFF VALVES AND INSTALL BRASS PLUGS IN THE PRESENCE OF PUBLIC WORKS INSPECTOR.

3. THE DOUBLE CHECK VALVE ASSEMBLY SHALL BE FEBCO 805Y OR APPROVED EQUAL.

. SHUT - OFF BOTH VALVES ON THE DOUBLE CHECK VALVE ASSEMBLY, DURING PRESSURE

TESTING AND DISINFECTION OF THE NEW WATER MAIN.

. SIZE OF BYPASS MAY BE INCREASED AS DIRECTED BY CITY ENGINEER.

. PIT SHALL BE SIZED AND SHORED ACCORDINGLY. PROVIDE ACCESS TO THE PUBLIC WORKS INSPECTOR UPON REQUEST.

. PIT SHALL BE SAND BACKFILL & COMPACTED TO 80% RELATIVE COMPACTION.

. INSTALL VALVE BOX AND COVER PER CITY STANDARDS.

. PERFORM PRESSURE TEST AND BACTERIOLOGICAL TEST PRIOR TO REMOVE OF BYPASS CONNECTING ACCESSORIES.

. REMOVE CORPORATION STOP AFTER TESTING AND PLUG WITH BRASS PLUG.
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BYPASS CONNECTIONS '&)\ NEW WATER MAINS
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